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EACH TANK HOLDS 5000 GAL AND 15 &-67 DIA AND 12-6° TALLL
AND ADUST BRINE CONTAINMENT AREA AS NEEDED SEE BELOW
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6" 14-8' FOR FIRST TWO TANKS
H T - ADD 110" FOR EACH ADDITIONAL THO TANKS NEEDED
2 > 2 TANKS = 1467 & TANKS = 3667 10 TANKS = 586"
& STOP BAR 4 TANKS = 256" & TANKS = 47-6° 12 TANKS = 69-67
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PANEL E

PANEL E* FEEDER WIRE: %3 ANG THAN | NOTES:

120/208-VOLT 3-PHASE, 4-WRE W/GROUND LOCATION: STORAGE BAYS, | BRINE BULDING BRANCH CIRCUTS

225-AMP MB 24 SPACE WEST WALL UNDERGROUND TO BRINE BUILDING

MOUNT: SURFACE

[cKT] LOAD @w BREAKER | PHASE AMPS | BREAKER |LOAD LOAD 23

No. DESCRIPTION FE P [AMES| & B 1 C [AMPS] P JAMPS DESCRIPTION NO |
1_|5-HP LOAD OUT PUMP se6|2/]50, (216 20 6.0 | NTERIOR OUTLETS 2
3 — 5.6 310 50, 15.6 | 5-HP LOAD OUT PUMP. 4
5 _|5-HP BRINE PUMP. 156|250 310~ 156 — &
T — 15.6 *— 156 - - |sPace B
4 | INTERIOR LIGHTS 32 |1 |20 32 - - |sPacE 10
11| OH DOOR OPERATOR. 5 | 1|30 sl - - |sPAcE 12
13 |ePAcE e _ B _ T [orrcE "
15 |EXTERIOR LIGHTS 16 11 |20 EE) 20 1.5 | EXTERIOR QUTLET 16
17_|ePACE - [ - - - - - |sPAce 18
14 |SPACE - [ - - - - - |sPace 20
21 [SPACE - | - - - - - |sPacE 22
23 [sPAcE -1 - - = - - |ePace 24
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